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y CONSTRUCTION SERVYICES

December 23, 2010

ESI Consultants, Ltd.

1979 N. Mili St.

Suite 100

Naperville, IL 60563

Attn: Anthony G. Malone, P.E.

Re: Change Request 18
Fire Department Connection Inside Building

Dear Mr. Malone,

570 Oakwood Rd.

Lake Zurich, Il 50047
Telephone: (847) 438-9388
Fax: (847) 438-9774
www.concordway.com

We propose to furnish the necessary labor, material and equipment install a quick connect point for the
Long Grove Fire Protection District inside the treatment building, including twe bolt down pipe bollards

for protection, for the sum of $4,956.48, broken down as follows:

Dahme Mechanical Industries, Inc.

Pipe bollards (2), furnished and installed
Subtotal

Performance and Payment Bond

OH&P @ 5%
TOTAL

$4,037.65
$ 650.00
$4,687.65
$ 3281

$ 236.02
$4,956.48

Work will be done simitar to what is detailed on the attached drawing, sheet one, the differences being
the addition of two boliards, eliminating the spool pieces, and providing a Dezurich butterfly valve to
match the building standard valves. See the attached proposal for additional details.

If you have any questions or need additional information please contact me,

Thank you,

DAL Fprr

Michael L. Henderson
Project Manager
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DARKE MECRANICAL INDUSTRIES, INC,
610 B, ARTAOR AVR.

Arvinaton Hetonrs, I s0008
8473580341 FAX B47-263.9601

December 21, 2010

Mr. Mike Hendersen

Concord Constructlon Services, inc,
570 Oakwood Rd

Lake Zurich, IL 60047

RE: Long Grove Water Plant

Dear Mr. Handerson:

Attached please find an [temized breakdown of estimated costs to furnish and Install a flre department
connection simifar to the detail provided on the suction side of the booster pump skid at the above-
referenced location. Your cost for this work is 54037.65 (Four Thousand Thirty Seven Dollars and Sixty

Flve Cents).
As discussed yesterday, we will ellminate as much of the horlzontal piping as possible to minimize the

length of the installation, Also, we have based aur pricing on a Dezurik butterfly valve matching the
others installed on the project, not on a “Kennady style” valve as noted on the sketch.

We thank vou for this opportunity to quote and ook forward te working with yolt on this and future
projects.

RespectfullySubmitted

DA;!KM/ECHANICAL INDUSTRIES, INC.

Michael H. Temple
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FILE PATHtKINProjecis\tong Grove\Water System for Sunser Groves and Downrown LG\CADD\D@rAExhIbIPS\E Ira Qeaportmeni Connect on\FOC Exhibir_dgn

PRINTED DATE: (27872010

~6' FEMALE CONNECTION WITH "NH’' {(NATIONAL HOSE THREAD)
AKA “NST' (NATIONAL STANDARD THREAD)

12 DIP TO PUMP SKID-

6" "KENNEDY STYLE"” BUTTERFLY VYALVE

W/ POSITIION INDICATOR OR 0S&Y

12" x 6" REDUCER

12" DIP TEE, FLANGED
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NOTES:

1. MINIMUM 12 CLEARANCE BETWEEN FLOOR AND FITTING TO FACILITATE
CONNECTION OF FIRE DEPARTMENT RIGID DRAFTING HOSES. THIS FITTING
IS FOR THE PURPOSE OF PROVIDING FIRE DEPARTMENT ACCESS TO RESERVOIR
WATER FOR FIRE SUPPRESSION IN THE EVENT OF A PUMP FAILURE.

ESI CONSULTANTS, LTD WATER SYSTEM FOR ILLINOIS 83 SSA
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